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>

State Water Resources Control Board
Division of Drinking Water

December 7, 2015
System No.: 1610700

Mr. Alex Ramos, CEM Utility & Energy Manager
Lemoore Naval Air Station

750 Enterprise Avenue

NAS Lemoore, CA 93246

RE: Citation No. 03_12_15C_024
Total Coliform Maximum Contaminant Level Violation
Title 22, California Code of Regulations, Section 64426.1
For Violation September and October 2015

Dear Mr. Ramos:

Enclosed is a Citation issued to the Lemoore Naval Air Station (hereinafter “Water System”) public
water system.

The Water System will be billed at the State Water Resources Control Board’s (hereinafter “State
Board”) hourly rate (currently estimated at $153.00) for the time spent on issuance of this citation.
The California Health and Safety Code Section 116577 provides that a public water system must
reimburse the State Board for actual costs incurred by the State Board for specified enforcement
actions, including but not limited to, preparing, issuing and monitoring compliance with a citation.

The Water System will receive a bill sent from the State Board in August of the next fiscal year.
This bill will contain fees for any enforcement time spent on Water System for the current fiscal
year.

If you have any questions regarding this letter and the enclosed citation, please contact Mr. Eli
McFarland of my staff or me at (559) 447-3300.

Sincerely,

Tricia A. Wathen, P.E.

Senior Sanitary Engineer, Visalia District
SOUTHERN CALIFORNIA BRANCH
DRINKING WATER FIELD OPERATIONS

TAW/LR

Enclosures

Certified Mail No. 7014 3490 0001 7868 9191

cc:  Kings County Environmental Health Department

FELiciA MARcUS, cHAIR | THOMAS HOWARD, EXECUTIVE DIRECTOR

265 West Bullard Avenue, Suite 101, Fresno, CA 93704 | www.waterboards.ca.gov
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STATE OF CALIFORNIA

Citation No. 03_12_15C_024

STATE WATER RESOURCES CONTROL BOARD

DIVISION OF DRINKING WATER

Name of Public Water System: Lemoore Naval Air Station

Water System No: 1610700
Attention: Mr. Alex Ramos, CEM Ultility & Energy Manager

750 Enterprise Avenue
NAS Lemoore, CA 93246

Issued: December 7, 2015

CITATION FOR NONCOMPLIANCE

TOTAL COLIFORM MAXIMUM CONTAMINANT LEVEL VIOLATION

TITLE 22, CALIFORNIA CODE OF REGULATIONS, SECTION 64426.1

SEPTEMBER AND OCTOBER 2015

Section 116650 of the California Health and Safety Code (hereinafter “CHSC”), authorizes the

State Water Resources Control Board (hereinafter “State Board”) to issue a citation to a public

water system when the State Board determines that the public water system has violated or is

violating the California Safe Drinking Water Act (hereinafter
Division 104, Part 12, Chapter 4, commencing with Section

standard, permit, or order issued or adopted thereunder.

“California SDWA”), (CHSC,

116270), or any regulation,
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Citation No. 03_12_15C_024

The State Board, acting by and through its Division of Drinking Water (hereinafter “Division”)
and the Deputy Director for the Division, hereby issues this citation pursuant to Section 116650
of the CHSC to the Lemoore Naval Air Station (hereinafter “Water System”) for violation of
CHSC, Section 116555(a)(1) and Title 22, California Code of Regulations (hereinafter “CCR”),
Section 64426.1.

A copy of the applicable statutes and regulations are included in Appendix 1, which is attached

hereto and incorporated by reference.

STATEMENT OF FACTS

The Water System is classified as a community water system serving a residential population

of approximately 11,500 persons through 1,799 service connections.

The Water System is required to collect a minimum of three (3) distribution system
bacteriological samples per week. The Division received laboratory results for twenty-one (21)
bacteriological samples collected during September 2015 from the Water System. Two (2) of
the twenty-one (21) samples analyzed detected the presence of total coliform bacteria and one
(1) of the two (2) coliform positive samples also detected the presence of E. coli bacteria. In
addition, three (3) of twenty-two (22) samples collected during the month of October 2015 were
also positive for total coliform bacteria. All water samples for coliform bacteria are summarized

in Attachment A.

In addition, the Water System previously failed the Total Coliform Maximum Contaminant Level

(MCL) for the month of July 2015.
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Citation No. 03_12_15C_024

DETERMINATION
Title 22, CCR, Section 64426.1, Total Coliform Maximum Contaminant Level (MCL) states that
a public water system is in violation of the total coliform MCL if it collects fewer than 40
bacteriological samples per month and more than one sample collected during any month is

total coliform-positive.

The Water System took fewer than 40 bacteriological samples during September and October
2015. The results of two (2) samples were total coliform positive in September 2015 and three
(3) samples were total coliform positive in October 2015. Therefore, the Division has
determined that the Water System violated Title 22, CCR, Section 64426.1 during September

and October 2015.

DIRECTIVES

The Water System is hereby directed to take the following actions:

1. Comply with Title 22, CCR, Section 64426.1, in all future monitoring periods.

2. The Water System shall instruct their contracting laboratory to submit copies of all required

bacteriological monitoring results directly to the Division pursuant to Section 64423.1(c)(2).

3. By December 31, 2015, the Water System shall submit a report to the Division that

describes the incident and all corrective actions taken, and the results of the investigation.
An investigative form (see Attachment C) titled “Positive Total Coliform Investigation” is

provided as an example of the information that is needed.

4. The Water System shall review their current cross-connection control program and inspect

their water system for potential new cross connection locations. By April 30, 2016, a report
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Citation No. 03_12_15C_024

shall be submitted to the Division that documents the cross-connection review of the water
distribution system by a certified specialist. The report should identify locations where
cross-connections are likely to occur and makes recommendations of backflow protection
needs. All necessary backflow prevention devices recommended shall be installed and

tested within 60 days of the Division’s review of the report.

All submittals required by this Citation shall be submitted to the Division at the following
address:

Tricia Wathen, P.E., Senior Sanitary Engineer

State Water Resources Control Board

Division of Drinking Water, Visalia District

265 W. Bullard Ave, Suite 101
Fresno, CA 93704

The State Board reserves the right to make such modifications to the Citation as it may deem
necessary to protect public health and safety. Such modifications may be issued as

amendments to this Citation and shall be effective upon issuance.

Nothing in this Citation relieves the Water System of its obligation to meet the requirements of
the California SDWA (CHSC, Division 104, Part 12, Chapter 4, commencing with Section

116270), or any regulation, standard, permit or order issued or adopted thereunder.

PARTIES BOUND
This Citation shall apply to and be binding upon the Water System, its owners, shareholders,

officers, directors, agents, employees, contractors, successors, and assignees.
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Citation No. 03_12_15C_024

SEVERABILITY
The directives of this Citation are severable, and the Water System shall comply with each and

every provision hereof, notwithstanding the effectiveness of any other provision.

FURTHER ENFORCEMENT ACTION

The California SDWA authorizes the State Board to: issue a citation with assessment of
administrative penalties to a public water system for violation or continued violation of the
requirements of the California SDWA or any regulation, permit, standard, citation, or order
issued or adopted thereunder including, but not limited to, failure to correct a violation identified
in a citation or compliance order. The California SDWA also authorizes the State Board to take
action to suspend or revoke a permit that has been issued to a public water system if the public
water system has violated applicable law or regulations or has failed to comply with an order of
the State Board, and to petition the superior court to take various enforcement measures
against a public water system that has failed to comply with an order of the State Board. The

State Board does not waive any further enforcement action by issuance of this Citation.

/;.\(/ ‘4 7, ~/‘ !/ﬂ L —/~ - ”\\. y 4 7 i ¥ ',».
J i Jntzizro Liemben. 7, 20(5—
. . ,

Tricia Wathen, P.E. Date

Senior Sanitary Engineer, Visalia District
DRINKING WATER FIELD OPERATIONS BRANCH

TAW/LR

Enclosures (6):

Appendix 1:  Applicable Statutes and Regulations

Attachment A: Summary of Distribution Bacteriological Samples

Attachment B: Summary of Source Bacteriological Samples

Attachment C: Positive Total Coliform Investigation form for surface water systems
Attachment D1 & D2:  Public Notices for September and October 2015
Attachment E1 & E2:

Proof of Notification Forms for September and October 2015

Certified Mail No. 7014 3490 0001 7868 9191




ATTACHMENT A

Bacteriological Distribution Monitoring Report

1610700  Lemoore Naval Air Station Distribution System Freq: 3W
Cci2 Viol, GWR
Sample Date Location T Coli E Coli FColi HPC Type ci2 Avg Type Satisfied? Comments
10/15/2015 11 samples <1.1 <1.1 Other  0.31-1.54 Split samples to Kings
County Lab. Same sites
as repeats.
10/15/2015 043 Simulator <1 <1 Repeat 0.67
10/15/2015 010 Ops Galley <1 <1 Repeat 1.54
10/16/2015 001 The Wing <1 <1 Repeat 0.31
10/15/2015 080 Telephone <1 <1 Repeat 3.6
Branch
10/15/2015 559 Fire School <1 <1 Other 1.03
10/15/2015 977 Jet Mart <1 <1 Repeat 0.55
10/15/2015 965 Child Care <1 <1 Repeat 1.46
Center
10/15/2015 3122A Privateer <1 <1 Repeat 1.12
10/15/2015 2544A Kennedy <1 <1 Repeat 1.17
10/15/2015 2545A Kennedy <1 <1 Repeat 1.04
10/15/2015 2546A Kennedy <1 <1 Repeat 1.42
10/13/2015 010 Ops Galley [ A Routine 1.16
10/13/2015 559 Fire School P A 21 Other 0.93
10/13/2015 2544A Kennedy P A Routine 1.54
10/13/2015 977 Jet Marrt P A Routine 0.68
10/1/2015 9 samples A A Routine 0.48-1.25
9/17/2015 2810A Mustang A A Repeat 1.03
9/17/2015 2811 Mustang A A Repeat 1.08
9/17/2015 2808A Mustang A A Repeat 0.97
9/17/2015 HGR 5 A A Repeat 0.19 Yes
9/17/2015 HGR 5 Washrack A A Repeat 0.00
9/17/2015 HGR 5 Mod Sink A A Repeat 0.09
9/15/2015 330 Hgr 5 P P Routine 0.15 MCL
9/15/2015 2810A Mustang P A Routine 1.02
9/1/2015 13 samples A A Routine 0.2-1.52
8/1/2015 12 samples A A 93 to Routine 0.14-2.2
220
7/27/2015 2752B Belleau <1 <1 Repeat 0.49
Wood
7/27/2015 2752A Belleau <1 <1 Repeat 0.46
Wood
7/27/2015 2753A Belleau <1 <1 Repeat 0.46
Wood
7/27/2015 3195 Bowling <1 <1 Repeat 0.62
7127/12015 937 Hospital <1 <1 Repeat 0.59
712712015 960 Water Survival <1 <1 Repeat 0.50
7/27/2015 440 Weapons <1 <1 Repeat 0.29
7/27/2015 437 Weapons <1 <1 Repeat 0.00
7127/2015 472 Weapons <1 <1 Repeat 0.05
7/22/2015 2753A Belleau P A Routine 0.68 MCL 9/14/15 Issued Cit
Wood 03_12_15C_018.
7/2212015 937 Hospital P A Routine 1.05
712212015 440 Weapons P A Routine 0.25
7/10/2015 977 Jet Mart <1 <1 Repeat 0.67
7/10/2015 965 CCD <1 <1 Repeat 0.79
7/10/2015 3122A Simmons <1 <1 Repeat 1.16
7/10/2015 559 Fire School <1 <1 1.0 Other 0.30
7/10/2015 Bldg 50 <1 <1 <1 Other 1.31

24-Nov-15 Page 1 of 2




Ci2 Vil

GWR
Sample Date Location T Coli EColi FColi HPC Type cr Avg Type Satisfied? Comments
7/8/2015 559 Fire School P A Other 0.48
7/8/2015 977 Jet Mart P A Routine 0.72
7/1/2015 11 samples A A Routine 0.05-1.73
6/1/2015 12 samples A A Routine 0.18-1.65
5/1/2015 12 samples A A Routine  0.09-3.5
4/29/2015 3 samples A A <1 Other  0.89-1.59
4/17/2015 12 samples <1 <1 <1-380 Other  0.04-0.58 In response to fab
notification of
positives,which were
reported incorrectly.
There were no coliform
positive samples in April
2015,
4/1/2015 15 samples A A Routine 0.06-1.73
3/20/2015 737 CSP <1 <1 <1 Repeat 0.23
3/20/2015 700 Admin <1 <1 <9 Repeat 0.15
3/20/2015 736 PSD <1 <1 <1 Repeat 0.51
3/18/2015 722 Distribution P A 4800  Other 1.0
3/16/2015 722 Distribution P A 1.0 Other 1.07
3/11/2015 Fire School P A 3.0 Routine 0.59
3/1/2015 11 samples A A <1to 1.0 Routine 0.3-3.6
3/1/2015 8 samples A A <1t0 5.0 Other 0.26-3.1
2/1/2016 12 samples A A <1-94 Routine 0.45-2.9
1/1/2015 12 samples A A <1to19 Routine 0.38-2.09
Violation Key N ' - ‘ - -
§MCL ZExoéeds the maximum contaminant level f?MRS Incorrect number of repeat samples as foliow-up to a positive sample
gMR1 fNo monthly sample for the report month %MRS {No source sample
MR2 ﬁNo quarterly sample for the report month EMR7 {No summary report submitted
MR3  Incorrect number of routine samples for the report month EMRB Other comments and/or info
:MR4 Did not collect 5 routine samples for previous month's positive sample MR9 (Cl2 not reported
24-Nov-15 Page 2 of 2




ATTACHMENT B

Source Bacteriological Monitoring Report

1610700 Lemoore Naval Air Station

Sample Test

Sample Date Time Source Type Method T Coli  EColi F Coli HPC Violation Comments

10/156/2015 18:30 722 Water Plant Surface MPN <1 <1

10/6/2015 9:50 722 Raw Surface MPN >200 <i

10/6/2015 9:55  Admin 07 Well Well MPN 1.0 <1

9/1/2015 11:40 Admin 07 Well Well MPN >200 <1

9/1/2015 11:45 722 Raw Surface MPN >200 <1

8/5/2015 9:30 722 Raw Surface MPN >23.0 <1.1

7/10/2016  17:55 722 Trtd Treatment MPN <1 <1 <1

7/5/2015 9:40 Admin 07 Well Welt MPN >23.0 <1.1

7/1/2015 10:53 Admin 07 Well Well MPN 5.3 <1

7/1/2015 11:03 722 Raw Surface ‘ MPN 45 <1

6/3/2015 10:55 722 Raw Surface MPN 43 <1

6/3/2015 11:50 Admin 07 Well Well MPN >200 <1

5/13/2015 11:40 Admin 07 Well Well MPN >200 <1

5/6/2015 11:00 722 Raw Surface MPN 88 <1 ’

4/1/12015 10:00 722 Raw Surface MPN 120 <1 Other

4/1/12015 12:25 Admin 07 Well Well MPN 130 <1

3/25/2015 10:40 722 Raw Surface MPN 31 <1

3/16/2015 10:25 722 Raw Surface MPN 31 <1

3/11/2015 9:51 722 Raw Surface MPN 3.1 <1 N

3/4/2015 12:10 722 Raw Surface MPN 9.9 <1 -

3/412015 12:15 Admin 07 Well Well MPN 83 <1

3/1/2015 722 Trtd: 3 samples Treatment PIA P A 580- CL2=1.57-2.4
(3/13,3/16,3/18) 2800

3/1/2015 722 Trtd: 5 samples Treatment PIA A A all <1 CL2=1,07-2.9
(3/4,3/11,3/16,3/20,3/2
5) , _

2/25/2015 10:55 722 Raw Surface MPN 2.0 <1

2/18/2015 10:00 722 Raw Surface MPN 31 <1

2/11/2015 11:04 722 Raw Surface MPN 53 <1

2/4/2015 10:20 722 Raw Surface MPN 6.4 <1

2/412015 10:30 Admin Well 7 Well MPN 1.0 <1

2/1/2015 722 Trtd: 3 samples Treatment PIA A A <1-20 CL2=25-37
(2/11,2/18,2/25)

1/28/2015 9:10 722 Raw Surface MPN 1.0 <1

1/21/2015 10:15 722 Raw Well MPN 341 <1 -

1/14/2015 12:01 722 Raw Surface MPN <1 <1

1/7/2015 7:25 722 Raw Surface MPN 6.3 1.0

1/7/2015 10:55 Admin 07 Well ] Well MPN <1 <1 ‘

1/1/2015 722 Trtd: 4 samples Treatment P/A A A <1

(raw wtr dates)

12/7/2015 Page 1 of 1
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ATTACHMENT D1

RECENVED

By

PROOF OF NOTIFICATION - pEC =T 2615
(Return with copy of the Notice) ; - :
As required by Section 116450 of the California Health and Safety Code,THotiﬂé&‘éﬂ*ﬁ%{ s of
water supplied by the Lemoore Naval Air Station of the failure to meet the ST Coliform
bacteria MCL for the month of September 2015 as directed by the Division. At least one
primary distribution method is required: mail, hand-delivery or newspaper publication. A second
method is also required in order to reach persons not likely fo be reached by a mailing, direct
delivery or newspaper publication (renters, nursing home patients, prison inmates, etc.):

Notification was made on October 16, 2015
(date)

To summarize report delivery used and good-faith efforts used, please check all items below
that apply and fill-in where appropriate: '

[] The notice was distributed by mail delivery to each customer served by the water system.

Al The notice was distributed by direct delivery to each customer served by the water
system. Specify direct delivery method(s) used: Email sent or hand-delivered to
businesses; Door to Door Delivery in Housing, voice messages were left on parents-of-
school-children phones, copies of notification provided at child-care centers.

[)X] Publication of the notice in a local newspaper or newsletter of general circulation (attach a
copy of the published notice, including name of newspaper and date published). Free
copies of the Lemoore Navy News was delivered throughout the station (in the Admin,
Housing, and Qperations Areas.

[[] Posted the notice at the following conspicuous locations served by the water system (if
needed, please attach a list of locations).

[] Posted the notice on the Internet at www,

[[] Other method used to notify customers.

DISCLOSURE: Be advised that Section 116725 and 116730 of the California Health
and Safety Code state that any person who knowingly makes any false statement on
any report or document submitted for the purpose of compliance with the attached
order may be liable for a civil penalty not to exceed five thousand dollars ($5,000) for
separate violation for each day that violation continues. In addition, the violators may
be prosecuted in criminal court and upon conviction, be punished by a fine of not more
than $25,000 for each day of violation, or be imprisoned in the county jail not to exceed
one year, or by both the fine and imprisonment.

Certified by Name and Title: _T. JUNE WHEATON, Acting Installation Environmental Director

Date: V2e 4, 30/5” Signature: < - 2 m

Enclosure 1 - Page 1 of 2
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PROOF OF NOTIFICATION . pEC -7 A

(Return with copy of the Notice) } w

_ _ L NRGEDUW

As required by Section 116450 of the California Health and Safety Code, | netified@l@sers of
water supplied by the Lemoore Naval Air Station of the failure to meet the total coliform
bacteria MCL for the month of October 2015 as directed by the Division. At least one primary
distribution method is required: mail, hand-delivery or newspaper publication. A second method
is also required in order to reach persons not likely to be reached by a mailing, direct delivery or
newspaper publication (renters, nursing home patients, prison inmates, etc.):

Notification was made on November 13, 2015
(date)

To summarize report delivery used and good-faith efforts used, please check all items below
that apply and fill-in where appropriate:

[[]  The notice was distributed by mail delivery to each customer served by the water system.

K] The notice was distributed by direct delivery to each customer served by the water
system.  Specify direct delivery method(s) used: Email sent or hand-delivered to
businesses; Door to Door Delivery in Housing, voice messages were left on parents-of-
school-children phones, copies of notification provided at child-care centers.

[X] Publication of the notice in a local newspaper or newsletter of general circulation (attach a
copy of the published notice, including name of newspaper and date published). Free
copies of the Lemoore Navy News was delivered throughout the station (in the Admin,
Housing, and Operations Areas.

[l Posted the notice at the following conspicuous locations served by the water system (if
needed, please attach a list of locations).

[] Posted the notice on the Internet at www.

[] Other method used to notify customers.

DISCLOSURE: Be advised that Section 116725 and 116730 of the California Health
and Safety Code state that any person who knowingly makes any false statement on
any report or document submitted for the purpose of compliance with the attached
order may be liable for a civil penalty not to exceed five thousand dollars ($5,000) for
separate violation for each day that violation continues. In addition, the violators may
be prosecuted in criminal court and upon conviction, be punished by a fine of not more
than $25,000 for each day of violation, or be imprisoned in the county jail not to exceed
one year, or by both the fine and imprisonment.

Certified by Name and Title: _T. JUNE WHEATON, Acting Installation Environmental Director

Date:l,@c_‘(z OIS Signature: A % W

Enclosure 1 - Page 2 of 2




U 1\‘1
S\N ?CB
FR%C‘»NO

Friday,

ATTACHMENT E1

October 16, 2015 Letoore: Navy Ne;ws # -Page A3 |
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HMPORTANT ﬂNFORMA’ﬂQN AB‘UT Y@UR DRINKTNG WATER
{ste informe cantiens inforinacion muy irmportErits sobre su agua potable. |
Tradtizcalo o hable con alguien que lo entienda bien.

Naval Alr Statlon Lemoore Had Levels of Cdliform Bacteﬁa Abovs the Drinking Water
Standard

What happensd?

Each month, we rottinely take samples to monitor for tha presence of drinking water contaminants, The
standard Is no more than one sample per month may show the presence of coliform bacteria, In September
2015, fiftesn routine distribution samples werae taken, with twe of those samples showing the prasence of
coliform bacteria, The two sites were retested, along wnth four additional sites located nearby, and we did
find any of these bacteria presént.

What should | do? -

= You g niof need to boll your water or iaks othet corrective actions.

o Caliform is not normally a catise of sarious iliness; howaver, it can be an Indicator of other bacteria,
Whanever coliform bacteria are detected, follow-up testing Is performed to snsure no other bacterla
of greater concern, such as fecal coliform or £, coli, are present. We did not find any of these
hactoeria In our subsequent testing, If we had, we would hava notified you right away.

 People with sevarely compromised imimung systeims, Infants, and some elderly mey be atintieased
tisk. These people should seek advice about drinking water from their health care providers.
If anyone has other health issues concerning the consurmption of the water, you may wish te conisult
your doctor. General quidsiines on ways 1o lessen the tisk of infection by microbes are avadable
from U.S, EPA's 8afe Drinking Water Hotline at 1(800) 426«4791

COmacﬂva Action: :

Duting a routine water sampllng, bacterla above Diinking Water Standards were found at NAS Lemoore.
This Is not an emergency. If it had been, you would have been notified immediately. Most coliform bacteria
are generally not harmful. Cohfqrms ate. bacteria which are naturally prasent in the environment and are
used as an indicator that other potentially-harmful bacteria may be present. Coliforms wers found in more
samples than allowed, and this was a warning of potential problems. Resamples were taken and found to
be within standards, This Is not an emsrgency; howsver, you have a right’ to know what happanad what you
should do, and what we are doing to correct this situation.

The resampiing consistad of collacting an additional six.samplés, and no coliform or bacteria'of graater
congern wera found. An invastigation Is belng conducted to determine the cause and if any‘turther action
is required.

. ) . ) .
Again, this Is not an emergency, but you have a right to know what happened afong with the subsacuent
actions.

For more information, please contact Frank Muleahy, Deputy Public Works Officer, at (559) 998-4157 or
at the following mailing address: 750 Enterprise Ave, NAS Lemodre, CA 83246.

Plaasa share this information with all the other people who drink this water, espacially those who may not have
recaived this notice directly {for example, people in apartments, nursing homes, schools, and businesses).
You can do this by posting this public notice in a public placs or distributing copigs by hand or mail.

Secondary Notifleatlon Requirements
Upon recsipt of notification from a person operating & public water system, the following notification must be
given within 10 days [Health and Safety Code Section 116450(g)]:
« SCHOOLS: Must notify school employass, students, and parents (if the students are minors). v
o RESIDENTIAL RENTAL PROPERTY OWNERS OR MANAGERS (including nursing homes and care "

facllities): Must nofify tenants.
« BUSINESS PROPERTY OWNERS, MANAGERS, OR QPERATORS: Must notify smployses of

businesses located on the property.

‘This notlce is belng sent to you by Naval Alr Statlon Lemoore Publlc Works Pepartment.
State Water System 1D#: 1610700. Dale distributad: Qclober 16, 2015,

Enclosure 2 - Page 1 of 2




LemooreNavy News: @ Page A5

g me;ﬁber 13,2015

INFORM TIGN ABQUT YOUR DRINKING WATER
Esfainforme contisne-inforimiacion: muy importarta sobre suraglia-potable,
. Porfaver hable con algulen gue 16 puedd trddir,

Naval Al Sfatk: ] Lemaare Had Levels of (:olffomFBactsda
Vi kliig Water Stardard

Our wélter systenmy mcenuy fadéd & drinkitig water standard, Aﬂhougb this rnmd‘am‘ jas: not &h smargency,
a5 our cUSIomers, you have- a,nght to kigw-whal happened, whatyau should do, And what we did {o-coirect
this siuation,

Wa routinely:menitorfor drinking water contaminants. We:took 12 samples to test for the presance of coliform
bactéria in-Octobiei 2015, Thrad..of thede samiplas-showsd the presentde. of (ofal coliferi bacteria, Thas.
standard is fhat no mbre than 1 sample par monlh maey show ihe predence of coliform bagieria. The thrse
sites were retestad, along with six addifional sites nearby, and we did nol find.any of these bagteria present.

What ehould | dp?.

= Yol o ot nided to boll ydur witsr of také other corfactive actions,

*This I not an emergensy. It ithad hean, you wauld have been notified Immeadiataly. Total colfform
bdcterig are getierally nivtharmiul thamsslves. Colifarins ate bactefia, which are natyrally presént.
in the énvirgnment and areé-usad as an indicator that atfier, potentially-harmful, ‘bactetia may be
present Coliforms were found in mote samples than allowed and this was a warnirig of potential
problems.

« Usually, ¢tlforms arg.a sign fhaf there could be'a problanwith the freatiment or distriibution systefm
(plpes). Wiianever wé datget ebliform Bagterie in any saifiple, we do. fdllow-upy testiiig to seé tf sther
bacteria of greater concern;, sushsas.fecal cofiform or E.icoli, are present, We did not find any of

' these bacteiia'ln our subsayg mmﬁng.

* Paople with sevecsly compmmrsed fimmune systems, ihfanis, énd sorme eldarly maybe atIncreased -
risk, These. people should seek advips about drinking water frorh thelr healtty care providers,
Genergl guideliies on ways fo lessen the risk of infection by microbes dro-avellablg from U.S, EPAs
Safe Drinkirig- Weiter Hoifine at 1 (800) 426-4791.

» if yau have other healh Issues concerning the consumption of this water, you may wnsh to consult
your dogtor.

What happenad? Whet Is being done?
An investigation is belng conducted to determine the cause and if any further action Ts raquired. The follow-
up sampling consisted of collesting an additional 8 samplss, and no coliform bacteria were prassnt.

For moré information, pleass contacl Frank Mulcahy, Deputy Public Works Ofifcer. at (559) 998-4157 or at
the following mailing dddress; 750 Enterprise Ave, NAS Lempore, CA 83246,

FPlease share this informiation with all the other paopla wha drink this water, especiélfy thoss whomay not have
recaived this public notice ditectly (6.g., people.in apartmenrs hursing homas, schools, and businesses),
You can do this by posting this public notics in & public place or distributing copies by hand or mail)

Secondary Notification Requirements
Upon receipt of notification from a person operating a public water system, the following notification must be
given within 10 days [Health and Safety Code Section 116450(g)):
© SCHOOLS: Must notify school employees, students, and parents (if the students are mlnors)
» BESIDENTIAL RENTAL PROPERTY OWNERS OR MANAGERS (including nursing homes and care
facilities): Must notify tenants.
¢ BUSINESS PROPERTY OWNERS, MANAGERS, OR OPERATORS: Must notify employeas of
businesses located on the property.

This notice I8 belng sent to you by Naval Air Statlon Lemoaore Public Worke Dapartment.
State Water System 1D#: 1610700, Date distributed: November 13, 2015,

53308-1
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